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SIRIUS 3R
Schütz
Contactor
Contacteur

3RT1.3

EN 60947, IEC 947

Montageanleitung/Assembly Instructions Bestell-Nr./Order No.: 3ZX1012-0RT03-1AA1
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AC 115
DC 130

105* 855

A1/A2; NO/NC L1 L2 L3
T1 T2 T33RH1921-1 3RH1921-2

∅ 5 ... 6 mm / PZ2
0,8 ... 1,2 Nm

7 to 10.3 LB.IN
----

∅ 5 ... 6 mm / PZ2
3 ... 4,5 Nm

27 to 40 LB.IN

2 x 0,5 ... 1,5 mm²
2 x 0,75 ... 2,5 mm²

2 x 0,5 ... 2,5 mm² 2 x 0,75 ... 16 mm2

2 x 0,5 ... 2,5 mm² 2 x 0,5 ... 1,5 mm² 2 x 0,75 ... 16 mm2

1 x 0,75 ... 25 mm²

---- ---- 2 x 0,75 ... 25 mm²
1 x 0,75 ... 35 mm²

AWG 2 x 18 to 14 2 x 18 to 14 AWG
2 x 18 to 3
1 x 18 to 2
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3RT1034
15 kW

3RT1035
18,5 kW

3RT1036
22 kW
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* 3RT1.3.-3: 110
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Technische Änderungen vorbehalten.
Subject to change without prior notice.
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